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H 125A
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SWITCHGEAR SPACE HEATER oL 235 4" SWITCHGEAR SPACE HEATER
~~ g 10 7~ 400W
INSTRUMENTATION S o S NEW GENERATOR BATTERY CHARGER
1 12 7~ 500w
SPACE o &0 NEW GENERATOR SPACE HEATER
SPACE o2
H-0-A
SPACE o2 SELECTOR SWITCH
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gszSv{[!)‘EELIGH 1S
LIGHTING PANEL "A”

ALL BREAKERS 20AMP S.P. UNLESS SHOWN OTHER WISE
(GENERATOR BUILDING)

] \30A LIGHTING CONTACTOR

LIGHTING PANEL "A” LOAD

ANALYSIS

INSIDE LIGHTS

1,140 SQ FT @ 2 VA = 2,280 VA OR

ACTUAL CONNECTED 6 x 175W x 1.25 = 1312.5 VA
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USE 25 KVA TRANSFORMER

25 KVA @ 240V, 18 = 104 AMPS
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2,280
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1,000
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VA
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